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 DATE ISSUE: 13 November 2025  

 CLOSING DATE: 25 November 2025  

 PLACE OF DELIVERY:  ROEDTAN TOWN 

           MODIMOLLE  

           0510 

For More information/query email: evansm@magalieswater.co.za or call 014 597 4636 

 
Item 
No. 

 
Description/Specification 

 
Quantity  

  
MODIMOLLE LM CSI PROJECT 2025/26 
 

 

 NB: BRIEFING IS COMPULSORY 
 
VENUE: ROEDTAN TOWN [COMMUNITY HALL ] 
DATE: 19 NOVEMBER 2025 
TIME: 12H00 
 

 

 MODIMOLLE LM CSI Project 2025/26 
 
Drilling and equipping of a boreholes (ROEDTAN TOWN) 
  
AS PER BELOW SPEC 

 

 
Scope of Work & Specification Document 

 
Project: Drilling, Testing, and Equipping of a Borehole with Pump House, Valves, 

and Flow Meter at Roedtan in Modimolle-Mookgopong LM. 
 

1. Background & Objectives 
 
Magalies Water intends to develop a reliable groundwater source to augment 
potable water supply for the community. The works involve borehole exploration 
studies, drilling, testing, equipping of a borehole, and construction of a pump house 
complete with fittings and instrumentation. 
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2. Scope of Work 
 
2.1 Geohydrological study and Sitting 
2.2 Drilling and Construction of Borehole 

•  Site establishment, including setting out and fencing (if required). 

•  Drilling of a borehole to an estimated depth of [insert depth, e.g., 150m], or as 
determined by hydrogeological conditions. 

•  Supply and installation of steel/PVC casing and well screen in line with 
borehole design. 

•  Gravel packing, grouting, and well development by air-lift/pumping. 

•  Borehole logging (geological, construction, and hydrogeological). 
 
2.3 Borehole Testing 

•  Step-drawdown pumping test. 

•  24-hour constant rate pumping test at sustainable yield. 

•  Recovery test. 

•  Collection of water samples for chemical and bacteriological analysis (to be 
tested at an accredited laboratory). 

•  Submission of full test report including water levels, discharge rates, and 
quality results. 

 
2.4 Equipping of Borehole 

•  Supply and installation of submersible pump (capacity based on test yield). 

•  Pump motor with starter panel, protection devices, and cabling. 

•  Rising main (HDPE or steel as specified). 

•  Headworks including borehole cap, gland, and steel wellhead chamber. 
 
2.5 Pump House Construction (Or Re-using the existing structure if possible) 

•  Civil works for a pump house (concrete foundation, brick/block structure, 
roofing, doors, and ventilation). 

•  Installation of internal piping, valves, and fittings. 

•  Electrical connection and control panel installation (including starter, overload 
protection, and isolator). 

 
2.6 Commissioning & Handover 

•  Test run of pumping system. 

•  Calibration of flow meter. 

•  Training of municipal operators. 

•  As-built drawings (civil, electrical, mechanical). 

•  O&M manuals for pump and electrical equipment. 
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3. Technical Specifications 

 
3.1 Borehole Construction 

•  Casing: Class [Specify e.g., Class 10 PVC or mild steel] with minimum 
diameter [150mm / 200mm]. 

3.2 Pumping Equipment 

•  Submersible pump sized to 80% of tested sustainable yield. 

•  Motor: [Specify kW, voltage, phase]. 

•  Rising main: Class 10 HDPE/galvanized steel with flanged joints. 

•  Pump efficiency ≥ 70%. 
 
3.3 Valves & Fittings 

•  Isolating valves: Cast iron, flanged, PN16 rated. 

•  Non-return valve: Swing type, PN16. 

•  Flow meter: Electromagnetic type, ±0.5% accuracy, with local display. 

•  Pressure gauge: 0–16 bar, glycerine-filled. 
 
3.4 Pump House 

•  Minimum dimensions: 3m × 3m × 2.5m (adjust as required). 

•  Foundations: 200mm reinforced concrete slab. 

•  Walls: 220mm brickwork plastered inside and outside. 

•  Roof: Concrete slab 25Mpa. 

•  Lockable steel door and ventilation openings. 
 
3.5 Electrical 

•  Pump starter with overload, dry-run, and surge protection. 

•  Motor control panel with ammeter, voltmeter, kWh meter. 

•  Earthing and lightning protection. 

•  Compliance with SANS 10142 (Wiring Code). 
 

4. Contractor Deliverables 

•  Borehole construction logs. 

•  Pumping test data and analysis. 

•  Water quality laboratory results. 

•  Certificates of equipment (pump, valves, flow meter). 

•  Commissioning report. 

•  O&M manuals. 

•  As-built drawings. 
 

5. Standards & References 
All works shall comply with: 

•  SANS and ISO standards for borehole construction. 
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•  Department of Water & Sanitation (DWS) Guidelines. 

•  Occupational Health & Safety Act. 
 

6. Duration 
The project is to be completed within [4-6 weeks] from site handover. 
 

7. Handover 
The works shall only be deemed complete upon successful commissioning, 
training, and acceptance by Magalies Water. 
 
8. RFQ Evaluation  

Submitted RFQ’s will be assessed based on the following: 

a) Price 

b) Timelines 

c) Methodology of conducting installation of boreholes. 

d) Key project Personal. CV’s to be attached.  

Bidders to propose their timelines anticipated to hand deliverables to client. A 

Gantt chart may be submitted to illustrate proposed timelines by bidder. 

7.1 Functionality 

Criteria Weight 

Technical Criteria (75 Points) 

Combined Level of or experience and knowledge (attach 

company profile ):  (45) 

1. Previous experience in delivering work of a similar 

nature Attached testimony letter/three contactable 

references  

• One project with contactable reference (10 

Points)  

• Two projects with contactable reference (15 

Points)  

• Three of more projects contactable references 

and above (20 Points)  

2. Knowledge of equipping and/or refurbishment of 

boreholes (Attach/provide proof of previous work)  

 

 

20 

 

 

 

 

 

 

25 

mailto:evansm@magalieswater.co.za


Requesting Office: 

Magalies Water Head office 
 
 

Contact Person:  

Evans Maluleke  

Contact Numbers:  

012 277 1452/1290 

Facsimile: 

 
   RFQ – 10026033 

E-mail address: evansm@magalieswater.co.za 

 

 
 

Page 5 of 7 
 

• 1x Proof either equipping and/or 

refurbishment previous work (10 Points) 

• 2x Proof of either equipping and/or 

refurbishment previous work  (15 Points) 

• 3x proof  of three of more and above (25 

Points) 

 

Track record and experience  

Capacity and capability of the team 

Curriculum Vitae (CVs) of project team members and / or of 

external experts if some parts of the services are going to be 

outsourced with contactable references.   

Experience of a minimum of five (5) years on similar projects 

and the ability to meet project requirements. 

• 3 years’ experience (15 points) 

• 4 to 5 years’ experience (20 points) 

• More than 5 years’ experience (30 points) 

Reference clients that Magalies Water can source testimony 

of service from (Provide official reference letters or name 

with full contact details / whichever is easier will assist). 

  30 

Methodology and approach 

Responsiveness of proposal to the brief, and deliver the 

project timeously.  

• Responsiveness to proposal to execute the project in 

three weeks (15 points) 

• Responsiveness to proposal to execute the project in 

two weeks (20 points) 

• Responsiveness to proposal to execute the project in 

one week  (25 points) 

 

25 
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1. Submission of Quotations 
 

RFQ Number must always be stated on the quotation.  
 

Quotations should be submitted on or before the Request for Quotation Deadline Date by no 
later than 12H00 to the email below. Email: evansm@magalieswater.co.za 
No hand delivered quotations will be accepted, all quotations to be submitted to the email  

indicated on the RFQ. 

 

2. Selection of Qualifying Quotation 

 

The selection of the qualifying quotation will be at Magalies water’s sole discretion.  

Magalies Water does not bind itself to accept any particular Quotation. 

 

3. Documents required 

 

The quotation will be verified for responsiveness according to the following REQUIREMENTS: 

• Quotation must have CSD vendor number or CSD report 

• Quotation must have RFQ reference number 

• Completed and signed Declaration of Interest Form (SBD4) 

• Quotation with validity period should be a minimum of 30 days or more from the date of 

issue. 

• Quotation with physical address, date, contact details and banking details 

 

*NB All non-responsive bids will be rejected. 

 

 

 

  

1. Mandatory Requirements 

 

1. Bidders to attend Compulsory site briefing.  

2. Project Manager shall be registered as a Pr. Eng or Pr. Tech for 

ECSA. 

3. Service Provider shall have a minimum CIDB Grading of 2CE/ 2ME 

 

NB: Preference will be given to Modimolle Local Suppliers   
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4. EVALUTION OF QUOTATION 

 

All Quotations above R30 000 will be evaluated in terms of the PPR 2022 using the 80:20 

Preference point system.  

 

 

 

 

 

 

NB: Bidders to submit the following as proof of B-BBEE status level of contributor. 

1. Valid B-BBBEE status level certificate by an authorized body or person 

2. A valid sworn affidavit as prescribed by the B-BBEE code of good practice. 

Table 1: SPECIFIC GOALS (B-BBEE level) for the supplier and points claimed are indicated per 

the table below. 

BBBEE Status Level of Contributor Number of points 80/20 system 

1 20 

2 18 

3 14 

4 12 

5 8 

6 6 

7 4 

8 2 

Non Compliant Contributor  

 

5. TERMS & CONDITIONS 

5.1. Quotations received after the closing date will not be accepted. 

5.2. All costs to be included in the quotation. 

5.3. Delivery must take place at the specified place. 

5.4. Quotations to be valid for a minimum of 30 days or more from date of issue. 

 5.5. The Government Procurement General Conditions of Contract shall apply. 

CRITERIA POINTS 

Price 80 

Specific goals (B-BBEE status level of contributor) 20 

TOTAL 100 points 
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